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Modeled	
  conditions:	
  no	
  MVP	
  16,	
  Mercer sub in service, 2021 summer peak with local 1-10 loads  
	
  
Contingency:	
  Outage of Cuba Jct-Galesburg Monmouth Blvd W 138 kV line + E Kewanee-E Galesburg 138 kV line 
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Modeled	
  conditions:	
  MVP	
  16	
  in	
  service,	
  Mercer sub in service, 2021 summer peak with local 1-10 loads, new 161/138 kV xfmr at Sandburg 
	
  
Contingency:	
  Outage of Cuba Jct-Galesburg Monmouth Blvd W 138 kV line + E Kewanee-E Galesburg 138 kV line 
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Contingency:	
  Outage of Cuba Jct-Galesburg Monmouth Blvd W 138 kV line + E Kewanee-E Galesburg 138 kV line 
	
  

	
  

Without	
  MVP-­‐16	
  	
  

 
BUSES WITH VOLTAGE LESS THAN 0.9500: 
 
   BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV)      BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV) 
 348915 4E GALESBG N138.00  357 0.8135 112.27    348916 4MONM BLVD E138.00  357 0.7963 109.89 
 348945 4E GALESBG S138.00  357 0.8135 112.27    348946 4MONM BLVD W138.00  357 0.7963 109.89 
 636638 5MERCER     161.00  357 0.9027 145.34    636672 GALESBR5    161.00  357 0.8365 134.68 

	
  

	
  

With	
  MVP-­‐16	
  which	
  includes	
  the	
  Project	
  

BUSES WITH VOLTAGE LESS THAN 0.9500: 
 
   BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV)      BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV) 
 
                                            * NONE * 
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